NOTICE AND NECESSARY INFORMATION (NANI)

This form is to assist compliance with the bulk sewage (biosolids) notification requirements [503.12(f)]. Please note,
however, that if the biosolids meet the exceptional quality criteria, then the notification requirements do not apply. This
form can be used by preparers of biosolids to transmit information to land appliers and also by land appliers to transmit
information to land owners or lease holders.

Facility and Biosolids Type:: GWRP Compliance
Monitoring Period: 1/1/17 To: 2/28/17

Name Concentratibﬁngf(g) Dry' Pollutant Concentrations | Ceiling Concentrations*
Weight ‘ (Table 3, 40 CFR 503.13) | (Table I, 40 CFR 503.13)
Monthly Average Daily Maximum
| Arsenic | <14 | 41 | 175
. Cadmium | <2.4 | 39 | 85 |
. Chromium | 46 | N/A** | 3000 ;
. Copper | 250 1500 | 4300 |
Lead | 6.9 | 300 | 840
. Mercury [ 0.46 | 17 | 57
Molybdenum | 15 | N/A** | 75
. Nickel | 21 | 420 | 420
. Nitrogen Concen | 56600 | N/A** | N/A** |
| Selenium | <24 | 100 | 100 |
Zinc 720 2800 | 7500

* Biosolids may not be land applied if any pollutant exceeds these values.
** EPA has temporarily removed molybdenum limits from Table 3, Table 2 and Table

B. Pathogen Reduction (40CFR 503.32) -- Please indicate the level achieved

D Class A @ Class B

C. Vector Attraction Reduction (40CFR 503.33) -- Please indicate the option perform
X Option 1 ] Option 2 U] Option 3 ] Option 4
[] Options (] Option6 [] option7 [] option8

[] No vector attraction reduction options were performed

D. Certification

I certify, under penalty of law, that the information that will be used to determine compliance with the Class B pathogen
requirements in §503.32(b) and the vector attraction reduction requirement in §503.33(b)(1) was prepared under my
direction and supervision in accordance with the system designed to ensure that qualified personnel properly gather and
evaluate this information. I am aware that there are significant penalties for false certification including the possibility of
fine and imprisonment.

A. Name and Official Title B. Area Code and Telephoné Number
Jennifer Hetherington, Wastewater Compliance Specialist ~ 480-644-3890

C. Signature &% 'D. Date Signed -
Z/ 2z / )

Laboratory Sample ID: 161115017
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CITY OF MESA COMPLIANCE LABORATORY
640 NORTH MESA DRIVE MESA, ARIZONA 85211

Environmental Laboratory License AZ0410
LABORATORY SUPERVISOR: MATTHEW REXING Ph (480)644-5403

QUALITY ASSURANCE COORDINATOR: Amy Cerwinske Ph (480)644-6901

Attn: Jennifer Hetherington

OrderID: 161115017

CollectDate: 1/25/2017
Collection Time: 6:00:00 AM
Collector: R. Diala

Sample Number:

Parameter
Antimony, Total
Arsenic, Total
Barium, Total
Beryllium, Total
Cadmium, Total
Chromium, Total
Copper, Total
Lead, Total
Molybdenum, Total
Nickel, Total
Selenium, Total
Silver, Total
Thallium, Total
Zinc, Total
Mercury, Total
Nitrogen, Total

P e &
REVIEWED BY: /el erzer & Ce-teeitndlee

16110329

Method No
EPA 6010B

EPA 6010B
EPA 6010B
EPA 6010B
EPA 6010B
EPA 6010B
EPA 6010B
EPA 6010B
EPA 6010B
EPA 6010B
EPA 6010B
EPA 6010B
EPA 6010B
EPA 6010B
EPA 7471A

Calculation

ReceiveDate:

1/25/2017

Customer Sample#:

Project ID

RESULTS

MRL  Qualifier

24
14
24
2.4
2.4
9.4
12
4.7
9.4
9.4
24
12
24
12
0.28
1030

QUALIFIERS

COMMENTS

Result
< 24 mg/Kg-dry
< 14 mg/Kg-dry
470 mg/Kg-dry
< 2.4 mg/Kg-dry
< 2.4 mg/Kg-dry
46 mg/Kg-dry
250 mg/Kg-dry
6.9 mg/Kg-dry
15 mg/Kg-dry
21 mg/Kg-dry
< 24 mg/Kg-dry
< 12 mg/Kg-dry
< 24 mg/Kg-dry
720 mg/Kg-dry
0.46 mg/Kg-dry
56600 mg/Kg-dry

: GWRP ANNUAL BIOSOLIDS
Site;: GWRP Biosolids

Analysis
Date
2/3/2017

2/3/2017
2/3/2017
2/3/2017
2/3/2017
2/3/2017
2/3/2017
2/3/2017
2/3/2017
2/3/2017
2/3/2017
2/3/2017
2/3/2017
2/3/2017
2/13/2017
2/14/2017

Date Signed: 2/22/2017

Page 1 of 3

Analyst
TAL

TAL
TAL
TAL
TAL
TAL
TAL
TAL
TAL
TAL
TAL
TAL
TAL
TAL
TAL

mrexing
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mesa-az
City of Mesa

OrderiD: 161115017

Matrix: Sludge

CHAIN OF CUSTODY RECORD

CITY OF MESA COMPLIANCE LABORATORY

640 NORTH MESA DRIVE, ARIZONA 85211
LABORATORY SUPERVISOR: MATTHEW REXING Ph (480}844-5403 emallmatthaw rexing@masaaz gov

QUALITY ASSURANCE COORDINATOR: AMY CERWINSKE Pn (480)644-6201 emailiamy.caninskefdmesasz. gov

Collector:

ProjectiD: GWRP ANNUAL BIOSOLIDS
S RO

[COMPLIANCE v |
Receipt Temp: 1.2 °C

Sample ID: 16110329 Site: GWRP Biosolids

Customer Site 1D:

Cellect Date: l]w-){/ 17 Collect Time: 22 0§ ‘@Eﬁ/.

Mempd Test Custom Params # of Bottles Preservative, I Container Typs
[EPA 82608 2CEVE none for Az
EPA 82608 |AcsAC == nooo e Ao
SNHSOO-NHSD Ammama in Sobd Waste none Jor 1602
EPA 81514 |Chiorinated Herbicwdes by GC 1 noos jar 160OmI
EPA 8151A Chlonnalod Herbicides TCLP — reee jar 1000
EPADSDT4 |Cyanise, Total rone jar 10001
EPA 60108 [ICP Metals in Solid Waste <p 4-5 B B,_ (A Cr é&’?b_x.{c—c nane Jar 1000mI
EPA BOIOB lier Metals TCLP Sb A'S %'k ‘71 rare Jar 106amI
EPA1I030 Ignitability none ‘ Jar 1000mi
[EPA T4ATIA Matcury in Solid Waste rone jar 1000mi
EPA TATOA Matcury TCLP S _I rone Jar 1000mI
[EPA 9056 Ntrate-Nitrite-N in Solid Waste ree [ jae t000M
SMAS;DD;Norg <Nmpg‘cn. Kjeidan Tota nor ‘ Jnt 1802
[Calcutation Nitragen, Total In Solld Waste 1
EPA BOS1 |Organochiorine Pestickies ] nona Jor 1000m:
[EPA 8081 |Organochiorine Pesticdes TCLP nane Jar 1000
[EPA 8310 [PAHS noow | jer t000m
EFA 00958 'Paint Flltar none | Janéoz
5M2540Ci |Paccent Moisture i 1 none | jar 1000m!
5M2540G [Parcant Soll 4 none [ jar tC0OMI
lEPA 9045D pH in Soil — rane | Jar 1602
SM-SbOO-P Phosphau: as P in Saoll 3 ;} rane ‘ o 1000
'EPA 8082 Polychionnated Biphenyls | nane e 1000me
EPA 8270C Semivolsliles by GCMS | nane Jar 1000re
EPAS270CAM311 Som»-Vols TCLP | nane jar 1000mi
SM2540G |Solids, Totat “none Jar 1000m]
ASTM D 4978 ISultda Scraon = === none Jar 1602
EPA 16138 YCop ' = = 1 nare Jor Y00am
EPA 62608 VOCs = noes | jor tCoOMI
EPA 82608 'VOCs TCLP =i nore e 1000
Time Sampled: Sampler
1 od T A
25 O |7 O
[ =&Y
UiV (L1 2
UV A/
Ay =/
(%) 1A
% t’ % =\
QLoD )
OrdariD: 161115017 Page 1 of 2
Page 2 of 3
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S CHAIN OF CUSTODY RECORD
S CITY OF MESA COMPLIANCE LABORATORY
MesSa-aZ 610 NORTH MESA DRIVE, ARIZONA 85211

City of Mesa LABORATORY SUPERVISOR: MATTHEW REXING Ph (480)844-5403 emai matthew rexing@mesasaz gov
P QUALITY ASSURANCE COORDINATOR: AMY CERWINSKE Ph (180)644-6001 emailamy.cerwinske@mesaaz. gov

Project Specific Limits

Comment(s):

\
Relinquished by: " ot p{l f\ Date: Time: Ralinquished by: Data: Time:
(Signature) et A2 AL % l} )d (Signature)
X Wyppeers
Received by: Date: Tima Raceived by; | Date:  Time:
(Signatura) ¢ . \ {Signature)
- ARg Veshs o6lS
Refinquished - Date: Data: Time:
{Signature) ) ¥ Sig
& Ay a7
Recaived by: Date Date:  Time:
(Signature) ] [ L5 Cries
-~
”
OrderlD: 161115019 Page 2of 2
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